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WOOD BRACING Z VALVE BOX
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= NEW 150 mm D.IP.
= (INCLUDED IN ITEM 660.14 M>
EXISTING HYDRANT 7 f.
(NEW LOCATION> -
\ 0] .0

04 z CRUSHED STONE BELOW
DRIP FOR DRAINAGE. COVER VITH 200 mm X 400 mm X 200 mn

SHEET PLASTIC OR TAR PAPER / EXIST. GATE VALVE
BEFORE BACKFILLING. CONNECT TO EXISTING SOLID CONCRETE BLOCK
GATE VALVE

EXISTING WATERMAIN

NOTES:
1. PUMPER CONNECTION SHALL FACE PAVEMENT.
2. IF REQUIRED OFFSETS WILL BE USED TO SET HYDRANT AT PROPER ELEVATION.

3, HYDRANT WEEP HOLES SHALL BE PLUGGED AND STONE DRAIN OMITTED AD.BE.
WHEN GROUND WATER IS ENCOUNTERED IN THE TRENCH.

HYDRANT RELOCATION DETAIL
ITEM 66014 M
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